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Specs

Revised Requirement

Capacity (in kVA)

SkVA and 10kVA only

Overall Efficiency (Aé t:)AE)-
Online (Double Conversion) / ECO
Mode

“Min. 94% (On Full R Load) or higher / 99%

(ECO Mode) j

.| Backup Required

Strictly Standard Brand Battery with 12V SMF
to provide min. 60 minutes on full load

Operating Temp/RH 0~45 deg C & 0~95% RH

Battery Rating Minimum 8000 VAH for 05 KVA & Minimum
12000 for 10 KVA F

Warranty | 02 Years for both UPS & Battery g

Restall points will remain same

2. Inverter :
Specs I Revised Requirement
Battery Rating 1‘ 02 Nos batteries required of 150AH each
Warranty ] ~ 02 Years for both Inverter & Battery

Rest all points will remain same
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